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ABSTRACT 
Current Transformers (CT's) are instrument transformers that are used to supply 
a reduced value of current to meters, protective relays, and other instruments. Current 
transformer provide isolation from the high voltage primary, permit grounding of the 
secondary for safety, and step-down the magnitude of the measured current to a value 
that can be safely handled by the instruments. It is one of the critical protective devices 
in a high voltage substation and low voltage switch board. It is used as a sensor to detect 
faults that will generate signal to trip the protective relay. The performance of current 
transformer is very important in preventive and predictive maintenance. It can reduce 
number of injury and minimize system and equipment failure as well as help to reduce 
the cost. In this work, the method of measuring and testing the electrical characteristics 
of CT's are first investigated and the experience gained in the measurement and testing 
are then used to check and verify the characteristics of CT's found the low voltage 
switchboard of the Electrical Installation lab. The procedures and steps involved in the 
measurement and testing are reported and discussed in this work. The method of 
measurement in the low voltage switchboard are also reported and discussed in this work. 
ABSTRAK 
Pengubah arus adalah pengubah peralatan di mana ia di gunakan untuk 
membekalkan nilai arus yang berkurangan kepada meter, geganti perlindungan dan 
peralatan - peralatan lain. Pengubah arus menyediakan pemencilan daripada voltan 
tinggi di bahagian utama yang membenarkan pembumian di bahagian sekunder untuk 
tujuan keselamatan dan magnitud arus yang di ukur di kurangkan kepada satu nilai yang 
lebih selamat di kawal oleh peralatan tersebut. Ia adalah salah satu peralatan 
perlindungan yang kritikal di pencawang voltan tinggi dan voltan rendah di papan suis. 
Ia di gunakan sebagai penderia untuk mengesan kerosakan di mana ia boleh 
menghasilkan isyarat untuk menghidupkan geganti perlindungan. Prestasi pengubah arus 
adalah sangat penting dalam penyelenggaraan pencegahan dan jangkaan.Ia boleh 
mengurangkan bilangan kemalangan, meminimumkan sistem dan kegagalan peralatan di 
samping mengurangkan kos.Dalam keija ini, kaedah mengukur dan menguji ciri ciri 
elektrik bagi pengubah arus di siasat dan dari pengalaman yang di perolehi dalam 
mengukur dan menguji tersebut di gunakan untuk menyemak dan mengenalpasti ciri-
ciri pengubah arus dalam voltan rendah di papan suis di dalam makmal pemasangan 
elektrik. Langkah langkah yang terlibat di dalam pengukuran dan pengujian di laporkan 
dan di bincangkan di dalam keija ini.Kaedah pengukuran di dalam voltan rendah di 
papan suis juga di laporkan dan di bincangkan. 
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CHAPTERI 
INTRODUCTION 
1.1 Objective 
i To measure the characteristics of different type of current transformer 
ii To familiarize with the measuring equipment used to test current 
transformers. 
iii To assess the different techniques of measuring the characteristic of 
current transformer. 
iv To test current transformers in high voltage substations and low voltage 
switch boards. 
1 
1.2 Statement of Problem 
i Insulation is the major component, which plays an important role in the 
life expectancy of the current transformer. To determine the performance 
and aging of the asset, insulation behavior is a main indicator. In the 
absence of insulation monitoring and assessment, good number of current 
transformer due to insulations problems, before reaching to their designed 
technical life. Insulation failure can cause electrical shocks, creating a real 
hazard to personal and equipment. 
ii If the value of knee point voltage that is gain doesn't match with the name 
plate value, it will show that it has been cheated by the manufacture, low 
quality of the current transformer and the current transformer is damage. 
iii The ratio of Current Transformer that does not follow the manufacturer's 
data will give a problem to the protection system. When there is a 
difference ratio value in the secondary current, it may give wrong 
information to the relay. Therefore the relay can't recognize the signal or 
sometimes the signal detected can't deliver right information. As the 
conclusion, the protection system does not work as expected 
2 
